1.7 m BURY HYDRANT TO BE
INSTALLED w/114 mm NOZZLE
FACING HIGHWAY w/CONCRETE BLOCK

(MIN: 200 mm x 200 mm x 400 mm)
BELOW BARREL FOR SUPPORT

130 mm x 0.5 m (MIN) ANCHOR PIPE

130 mm x 90° MJ ANCHORING ELBOW

150 mm MJ GATE VALVE
w/CONCRETE BLOCK

(MIN:100 mm x 200 mm x 400 mm)
BELOW VALVE FOR SUPPORT

MJ ANCHOR TEE, 130 mm OUTLET

FOR PARALLEL BLOW-0OFF HYDRANT,
ROTATE ANCHOR TEE 43° DOWN

WATER AN EggMeBHE HBEJRRIYZDHNYTDARLANATXISI’NSTALL
U m )
CONCRETE THRUST BLOCK VALVE AFTER 90° MJ BEND AND
LENGTH ALONG MAIN 1S DELETE SLEEVE
0.6 m (MIND

L UNDISTURBED SOIL

PARALLEL HYDRANT ASSEMBLY
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